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KEY NOTES
(1D (E) AH TO REMAN, REPLACE ALL COIL PIPING VALVES
ALONG WITH ALL ASSOCIATED CONTROLS. ADD SEISMIC
BRACING TO COIL PIPING.
(2D (E) AH TO REMAIN,
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EQUIPMENT NOTE
1
REFER TO SHEETS MHe22 AND MHe! FOR EQUIPMENT
SCHEDULES.
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